
  

   

 

  

 

 

 

  

  

  

  

   

  

 

  

  

       

   

~ ALG 
ANALYTICAL LABORATORY GROUP 

Delivering more than 
just test results 

ALG ORELAP ID #OR100012 

361 West 5th Ave 

Eugene, OR 97401 

TEL: (541) 485-8404 FAX: (541) 484-5995 

Website: 

September 06, 2016 

Bonny Ray 

Linn Benton Lincoln ESD 

905 4th Avenue SE 

Albany, OR 97321 

TEL: (541) 812-2712 

FAX 

RE: Lead Testing Order No.: 1608671 

Dear Bonny Ray: 

Analytical Laboratory Group received 18 sample(s) on 8/12/2016 for the analyses presented in 

the following report. 

Kimberly Reever Morghan 

Quality Manager 

361 West 5th Ave 

Eugene, OR 97401 

Original Page 1 of 7 



   

 
  

  

  

   

          

            

   

              

 

         

      

         

  

 

~ ALG 
ANALYTICAL LABORATORY GROUP 

Delivering more than 
just test results 

ALG ORELAP ID #OR100012 
Case Narrative 

361 West 5th Ave 

Eugene, OR 97401 WO#: 1608671 
TEL: (541) 485-8404 FAX: (541) 484-5995 

Date: 9/6/2016 Website: 

CLIENT: Linn Benton Lincoln ESD 

Project: Lead Testing 

This report presents the results of the analyses of the sample(s) received on the date above and assigned 

the listed ALG lab report numbers. Test results relate only to the parameters tested and to the samples 

as received by the laboratory. 

This report shall not be reproduced, except in full, without written consent of Analytical Laboratory 

Group, Inc. 

All analyses were performed according to the Analytical Laboratory Group, Inc. Quality Assurance 

Program. 

All QA/QC requirements were met except as noted below. 

Analytical comments are noted with data flags on the reports and/or below. 

Original 
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~ ALG 
ANALYTICAL LABORATORY GROUP 

Delivering more than 
just test results 

ALG ORELAP ID #OR100012 
Analytical Report 

361 West 5th Ave 

Eugene, OR 97401 

TEL: (541) 485-8404 FAX: (541) 484-5995 

Website: Date Reported 9/6/2016 

WO#: 1608671 Received Date: 8/12/2016 2:50:00 PM 

CLIENT: Linn Benton Lincoln ESD Sampler Name Rich Swanson 

Project: Lead Testing Matrix: Drinking Water 

PWS Number: Sample Type: 

Sample Source: 

Lab ID: 1608671-001 Client Sample ID Office Area 1A-BR Faucet Collection Date: 8/12/2016 6:25:00 AM 

Analyses Method Result MCL RL Qual Units Date Analyzed Analys 

Lead SM 3113 B 0.0140 0.0200 0.00200 mg/L 8/30/2016 8:45:00 PM KG 

Lab ID: 1608671-002 Client Sample ID Office Area 1B-BR Faucet Collection Date: 8/12/2016 6:25:00 AM 

Analyses Method Result MCL RL Qual Units Date Analyzed Analys 

Lead SM 3113 B 0.00432 0.0200 0.00200 mg/L 8/30/2016 8:45:00 PM KG 

Lab ID: 1608671-003 Client Sample ID Office Area 1C-BR Faucet Collection Date: 8/12/2016 6:32:00 AM 

Analyses Method Result MCL RL Qual Units Date Analyzed Analys 

Lead SM 3113 B 0.0161 0.0200 0.00200 mg/L 8/30/2016 8:45:00 PM KG 

Lab ID: 1608671-004 Client Sample ID Office Area 1D-BR Faucet Collection Date: 8/12/2016 6:32:00 AM 

Analyses Method Result MCL RL Qual Units Date Analyzed Analys 

Lead SM 3113 B 0.00556 0.0200 0.00200 mg/L 8/30/2016 8:45:00 PM KG 

Lab ID: 1608671-005 Client Sample ID Office Area 2A Faucet Collection Date: 8/12/2016 6:37:00 AM 

Analyses Method Result MCL RL Qual Units Date Analyzed Analys 

Lead SM 3113 B 0.00482 0.0200 0.00200 mg/L 8/30/2016 8:45:00 PM KG 

Lab ID: 1608671-006 Client Sample ID Office Area 2B Faucet Collection Date: 8/12/2016 6:38:00 AM 

Analyses Method Result MCL RL Qual Units Date Analyzed Analys 

Lead SM 3113 B 0.00321 0.0200 0.00200 mg/L 8/30/2016 8:45:00 PM KG 

Lab ID: 1608671-007 Client Sample ID Office Area 2C Faucet Collection Date: 8/12/2016 6:40:00 AM 

Analyses Method Result MCL RL Qual Units Date Analyzed Analys 

Lead SM 3113 B 0.00242 0.0200 0.00200 mg/L 8/30/2016 8:45:00 PM KG 

Lab ID: 1608671-008 Client Sample ID Office Area 2D Faucet Collection Date: 8/12/2016 6:41:00 AM 

Analyses Method Result MCL RL Qual Units Date Analyzed Analys 

Lead SM 3113 B 0.00877 0.0200 0.00200 mg/L 8/30/2016 8:45:00 PM KG 

* Value exceeds Maximum Contaminant Level (MCL) A Accredited by ORELAP 
Qualifiers: 

C Value is below Minimum Compound Limit. E Value above quantitation range 

H Holding times for preparation or analysis exceeded LOD Limit of Detection 

MCL Maximum Contaminant Level NAR See note in Case Narrative Original 

ND Not Detected at the Reporting Limit PL Permit Limit Page 3 of 7 



   

  

 

 

 

  

    

  

  

  

  

 

     

      

 

    

       

 

    

       

 

    

      

 

    

      

 

    

      

 

    

     

 

    

  

  

 

       

        

      

      

      

~ ALG 
ANALYTICAL LABORATORY GROUP 

Delivering more than 
just test results 

ALG ORELAP ID #OR100012 
Analytical Report 

361 West 5th Ave 

Eugene, OR 97401 

TEL: (541) 485-8404 FAX: (541) 484-5995 

Website: Date Reported 9/6/2016 

WO#: 1608671 Received Date: 8/12/2016 2:50:00 PM 

CLIENT: Linn Benton Lincoln ESD Sampler Name Rich Swanson 

Project: Lead Testing Matrix: Drinking Water 

PWS Number: Sample Type: 

Sample Source: 

Lab ID: 1608671-009 Client Sample ID Room 10 3A Office Area Collection Date: 8/12/2016 6:45:00 AM 

Analyses Method Result MCL RL Qual Units Date Analyzed Analys 

Lead SM 3113 B 6.39 0.0200 0.800 * mg/L 8/22/2016 2:11:00 PM KG 

Lab ID: 1608671-010 Client Sample ID Room 10 3B Office Area Collection Date: 8/12/2016 6:46:00 AM 

Analyses Method Result MCL RL Qual Units Date Analyzed Analys 

Lead SM 3113 B 0.00826 0.0200 0.00200 mg/L 8/30/2016 8:45:00 PM KG 

Lab ID: 1608671-011 Client Sample ID Room 10-3C Office Area Collection Date: 8/12/2016 6:47:00 AM 

Analyses Method Result MCL RL Qual Units Date Analyzed Analys 

Lead SM 3113 B 0.0126 0.0200 0.00200 mg/L 8/30/2016 8:45:00 PM KG 

Lab ID: 1608671-012 Client Sample ID Room 7 Faucet Collection Date: 8/12/2016 6:50:00 AM 

Analyses Method Result MCL RL Qual Units Date Analyzed Analys 

Lead SM 3113 B 0.00827 0.0200 0.00200 mg/L 8/30/2016 8:45:00 PM KG 

Lab ID: 1608671-013 Client Sample ID Room 6 Faucet Collection Date: 8/12/2016 6:51:00 AM 

Analyses Method Result MCL RL Qual Units Date Analyzed Analys 

Lead SM 3113 B 0.00942 0.0200 0.00200 mg/L 8/30/2016 8:45:00 PM KG 

Lab ID: 1608671-014 Client Sample ID Room 5 Faucet Collection Date: 8/12/2016 6:55:00 AM 

Analyses Method Result MCL RL Qual Units Date Analyzed Analys 

Lead SM 3113 B 0.0107 0.0200 0.00200 mg/L 8/30/2016 8:45:00 PM KG 

Lab ID: 1608671-015 Client Sample ID Room 4-7A Faucet Collection Date: 8/12/2016 6:57:00 AM 

Analyses Method Result MCL RL Qual Units Date Analyzed Analys 

Lead SM 3113 B 0.00234 0.0200 0.00200 mg/L 8/30/2016 8:45:00 PM KG 

Qualifiers: 
* Value exceeds Maximum Contaminant Level (MCL) A Accredited by ORELAP 

C Value is below Minimum Compound Limit. E Value above quantitation range 

H Holding times for preparation or analysis exceeded LOD Limit of Detection 

MCL Maximum Contaminant Level NAR See note in Case Narrative Original 

ND Not Detected at the Reporting Limit PL Permit Limit Page 4 of 7 



   

  

 

 

 

  

    

  

  

  

  

 

     

      

 

    

      

 

    

      

 

    

  

  

 

       

        

      

      

      

~ ALG 
ANALYTICAL LABORATORY GROUP 

Delivering more than 
just test results 

ALG ORELAP ID #OR100012 
Analytical Report 

361 West 5th Ave 

Eugene, OR 97401 

TEL: (541) 485-8404 FAX: (541) 484-5995 

Website: Date Reported 9/6/2016 

WO#: 1608671 Received Date: 8/12/2016 2:50:00 PM 

CLIENT: Linn Benton Lincoln ESD Sampler Name Rich Swanson 

Project: Lead Testing Matrix: Drinking Water 

PWS Number: Sample Type: 

Sample Source: 

Lab ID: 1608671-016 Client Sample ID Room 4-7B Faucet Collection Date: 8/12/2016 6:58:00 AM 

Analyses Method Result MCL RL Qual Units Date Analyzed Analys 

Lead SM 3113 B ND 0.0200 0.00200 mg/L 8/30/2016 8:45:00 PM KG 

Lab ID: 1608671-017 Client Sample ID Room 1 Faucet Collection Date: 8/12/2016 7:10:00 AM 

Analyses Method Result MCL RL Qual Units Date Analyzed Analys 

Lead SM 3113 B 0.00720 0.0200 0.00200 mg/L 8/30/2016 8:45:00 PM KG 

Lab ID: 1608671-018 Client Sample ID Janitor Closet Faucet Collection Date: 8/12/2016 7:17:00 AM 

Analyses Method Result MCL RL Qual Units Date Analyzed Analys 

Lead SM 3113 B 0.00386 0.0200 0.00200 mg/L 8/30/2016 8:45:00 PM KG 

Qualifiers: 
* Value exceeds Maximum Contaminant Level (MCL) A Accredited by ORELAP 

C Value is below Minimum Compound Limit. E Value above quantitation range 

H Holding times for preparation or analysis exceeded LOD Limit of Detection 

MCL Maximum Contaminant Level NAR See note in Case Narrative Original 

ND Not Detected at the Reporting Limit PL Permit Limit Page 5 of 7 



  

  

  

   

    

 

  

  

     

  

  

  

   

 

  

 

    

      

  

 

~ ALG 
ANALYTICAL LABORATORY GROUP 

Delivering more than 
just test results 

ALG ORELAP ID #OR100012 
Definition Base 

361 West 5th Ave 

Eugene, OR 97401 WO#: 1608671 
TEL: (541) 485-8404 FAX: (541) 484-5995 

Date: 9/6/2016 Website: 

Definitions: 

Qualifiers: 

* Value exceeds Maximum Contaminant Level (MCL) 

A Accredited by ORELAP 

C Value is below Minimum Compound Limit. 

E Value above quantitation range 

H Holding times for preparation or analysis exceeded 

LOD Limit of Detection 

MCL Maximum Contaminant Level 

NAR See note in Case Narrative 

ND Not Detected at the Reporting Limit 

PL Permit Limit 

R RPD outside accepted recovery limits 

RL Reporting Detection Limit 

U Samples with CalcVal < MDL 

W Sample container temperature is out of limit as specified at testcode 

Original 

Page 6 of 7 
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~ ALG 
ANALYTICAL LABORATORY GROUP 

Delivering more than 
just test results 

ALG ORELAP ID #OR100012 Accreditation Program 
361 West 5th Ave 

Analytes Report Eugene, OR 97401 

TEL: (541) 485-8404 FAX: (541) 484-5995 WO#: 1608671 
Website: 

06-Sep-16 

Client: 

Project: 

Linn Benton Lincoln ESD 

Lead Testing 

Program Name Sample ID ClientSampleID Matrix Test Name Analyte Status 

ORELAP 1608671-001A 

1608671-002A 

1608671-003A 

1608671-004A 

1608671-005A 

1608671-006A 

1608671-007A 

1608671-008A 

1608671-009A 

1608671-010A 

1608671-011A 

1608671-012A 

1608671-013A 

1608671-014A 

1608671-015A 

1608671-016A 

1608671-017A 

1608671-018A 

Office Area 1A-BR 

Faucet 

Office Area 1B-BR 

Faucet 

Office Area 1C-BR 

Faucet 

Office Area 1D-BR 

Faucet 

Office Area 2A 

Faucet 

Office Area 2B 

Faucet 

Office Area 2C 

Faucet 

Office Area 2D 

Faucet 

Room 10 3A Office 

Area 

Room 10 3B Office 

Area 

Room 10-3C Office 

Area 

Room 7 Faucet 

Room 6 Faucet 

Room 5 Faucet 

Room 4-7A Faucet 

Room 4-7B Faucet 

Room 1 Faucet 

Janitor Closet 

Faucet 

Drinking Water AA Metals by SM 3113 

Schools 250mL 

Lead 

Lead 

Lead 

Lead 

Lead 

Lead 

Lead 

Lead 

Lead 

Lead 

Lead 

Lead 

Lead 

Lead 

Lead 

Lead 

Lead 

Lead 

A 

A 

A 

A 

A 

A 

A 

A 

A 

A 

A 

A 

A 

A 

A 

A 

A 

A 

ORELAP A Accredited 

Original #1608671# v1 
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Lab Order Number _ _{_~_C)_S_b_7__,/'-------

Analytical Laboratory Group, Inc. co 
361 WEST FIFTH A VENUE 
EUGENE, OREGON 97401 

Dti,/,~ALG 
\lU800-262-5973/541-485-8404 Fax 541-484-5995 

ANALYTICAL LABORATORY GROUP /,JS 

Email: alglabs@alglabsinc.com 

CHAIN OF CUSTODY 
Client: Linn Benton Lincoln ESDAttention: Bonny Ray 

Address 905 4th Avenue SEPhone: 541-812-2712 

City, State, Albany, OR 97321Email: bonnt.rat@.lb1esd.k12.or.us Zip 

~ampler: PrintClient 
Project: Wo,-kv- ~-hn~ ~ uad \C,\-\ ~ A->\I ~I'-/ 

Client ID 

f)._r{'...-.; Area If>r. 

DfhJO~ Arf().. I B 
<> AA ta, Ar'f11 lr. 
(1}.Mco., Ar-ef.t. ID 
110:; rn ArUt 2A 
of-Fi CQ A-,,,e_CA. 28 
b-Ch ro MfA 2.J.... 

(')ffi ('O A-rea 20 
~~,o 3A 
Roorv, ,o 3B 

Sample, Matrix Collection Analysis Requested 
& Grab/Comp Date Time
pJ~<2t- I{l <p'J.~ Lead 

rr 1r:.1y J <!-12-1lo 
ft.u..lad- In 

,....,_ ,L to '..;t~
fA 

Lead.. . B-lz.-,"' 
Fa\,l.0:,1-fn &:s:i.~~ Lead 

~-1z,11p Lt>~ 3,;{~'rt. Lead 

·'ti,~, J..J..rYrJrn 8~12//(f 

B~~ 
0-!f.i.'fr",,+- L'.~,M LeadYr.... lZ-JIP 
o -Fft-i CJ2..... Leadi--1,z.,jk (.o ~5~..fiJM.~ 
o.f--F,~ JtJ:tJ()A)~ Lead8'..-1i-~lb....C:,.,11rn ~ 

/,:t// All Lead8-1'2-I I.P~ 
f;:):l/SRJ/' Lead8-12-1~ 
{p :tf~WI~ Lead 

o-ffiCQ._PxFIA 

8-r2-1"1om~ a~ 

Type 

p 

p 

p 

p 

p 

p 

p 

p 

p 

p 

r:;ler: .S;Jnature 

\ ,~ a.~ 

Bottles -Lab Use Only 

# 

1 

1 

1 

1 

1 

1 

1 

1 

1 

1 

Pres T 0 c Lab ID 

Oo/A 
0 \J ;;;.A 
0\J-"?A, 
Ou4A 
{)\)SA 

Oo6A 
\)\)fi/vP 

O'u ?JI\ 
o~~A 
OIOA 

Preservation c.;neckNotes: 
Date/Time TechPre-Pre·served pHLab ID 

RefrigeratedTurn Around Time Requested (Rush incurs a Surcharge): Shipped Via: 

A~~vf,vt5/... NORMAL D RUSH /JA 
Received by: DateDate Time Time 

f3;04-4111l~~C4.{LlA~~~~h~F>i-1~ i-12.-20,,~l.1.-Jbli:o'/6 
Relinquished by: Received by: Date TimeDate Time 

¥°'/a-- Iv, f." tor°" nII\ (',)J_;~ ~~ (/ oJJ8'~12-t, II: JD1I~ A ",,,. / ()M 4-M_~ pDA~ 
Rel1nquished by: - TimeDate Time Date 

;:; X 
~ l,..i.._ eri(r6 13/S~,..-~~M-1~ I1-, bfa'i 

R~~ 
_,, 

,-,~~r~=,.,-,- '>A 16 8/t1(!£, t c/::£> )b-p /L(S\) 
ff{(_ 1:J'<..ljj 

_ ._. ""ll l ...._ _ 0 1·-·· - ~ Page cb/ I~(6 
~ 

mailto:bonnt.rat@.lb1esd.k12.or.us
mailto:alglabs@alglabsinc.com


Lab Order Number_----'-!b_\)_i_(_7_/____ 

Analytical Laboratory Group, Inc. (P 

361 WEST FIFTH A VENUE 
EUGENE, OREGON 97401 

De!tverin~ALG800-262-5973/541-485-8404 Fax 541-484-5995 N~\JCANALYTICAL LABORATORY GROUP 1usr test 

Email: alglabs@alglabsinc.com 

CHAIN OF CUSTODY 
Client: Linn Benton Lincoln ESDAttention: Bonny Ray 

Address: 905 4th Avenue SEPhone: 541 -812-2712 

City, State, 
Albany, OR 97321Email: bonn:ua}'.@lblesd. k12.or.us Zip 

Sampler: Print Client .-i ~..mple~:nature 
Project: WaJer Te;.-hrig ~ uod 

I "Jf .ll tfa,,tr>~ 
Sample Matrix 

~1~ StuA-~~N 
Collection Bottles -Lab Use Only Client ID Analysis Requested 

& Grab/Comp Date Time Type # Pres T 0 c Lab ID 

Lead p 1RO')rY\ l0 -3f' GllAof-Ftai are(A g,-12.-10 l :</7 rw. 
pLead 1fu_c.d-- S--IL-l(o ~:-so~ 012ACZ,bo r-n 1 
pLead 1~ 1, 5/'t!'.,~(d- G\3A8-IZ-lbRc,O rY'\ lo 

lt'f pLead 1(,,: ~-~4,1·12-1"1 oll/ AC<.ooY"h ~ -li111t "+ 
~ p 1Leadl :57.qg-12-10 0/SA-&1ucot"~oorn4 - 7/'r 

pLead 1~~~f-\E'diu,lukR.oovn4-18 S-"IZ-.1"1 016A 
- -I 5I p 1Al/,4g-12.-lbRoon) i..- 'l;A fu.co-t' 

I/ ,...... r- 1 ~-.~ - 12:- /IpR.oo n-' ;;--g B tJ}Adau.UJ :¼-
pLead 1<l-12-1"1 '7,' IOAJ)Room I ~ 0/1A 
pLead 1i-12-/(, 1:n~'~cd- o~<bAj {.Ln ~ -hx- e.tow-

Preservation Check 
Lab ID 

Notes: 
Date/Time TechPre-Preserved pH 

Turn Around Time Requested (Rush incurs a Surcharge): Shipped Via: Refrigerated

A~ ~~v MA~ NORMAL 0 RUSH 
Relinquished by: DateDate Time Received by: Time 

I 
Relinquished by: Date Time Received by: Date Time 

/1/71 I 
lj)atp Time Received by Laboratory: Date TimeR~/ 

~ 18/tt/rt 11 6cJ /~ SDr;;/2211i-~4/ , 
COCs General 6-24-16 Page __of __ 

http:k12.or.us
mailto:bonn:ua}'.@lblesd
mailto:alglabs@alglabsinc.com


---

Water Test Locations at Farm Home Building (20 total) 

1. Office Area -four student bathroom faucets 
/ 

L~,.----r 1a. .,,,,---
~19£ lb, 

le./ 
~&4f, 1d. /' 

~¢.2_ Office Area -four office faucets 
2a. ,/ 

2b.Y 
2c./ 
2d. / 

3. Office Area Room 10 - three faucets 
4. Room 7 -1 faucet _,,,---

5. Room 6 -1 faucet //"'~ 
6. Room 5 -1 faucet ~ 
7. Room 4 - two faucets 

7a.V 

7b.V -
...---8.- Ro~om 2 -two fauce:>s ,\lo ~ A LAa.T:::::, 

Ba. N/ 4 ___. ~ 0,A./\. • 

Bb.1'1 I{I, 

9. Room 1 -1 fauce~ 

10. Janitor Closet -1 faucet~ 


